General

External analog inputs (e.g. RTD) and digital inputs or outputs can be added to VAMP
relays via external Modbus 1/0 modules (for example Dataq DI934ME or Adam 4015).
Modules can be connected to the relay’s EXTENSION port (located in the same D -
connector on the relay as the LOCAL port) via VSEO03 module (RS485 connection, more
specific instructions later in this document).

NOTICE

Configuration requires VAMPSET version 1.2.46 or higher and relay software version 5.0
or higher.

VAMP relay

Modbus module 1 Modbus module 2

Figure 1. A system with VAMP relay and two Modbus I/O modules - Twisted pair RS-485
interface, Modbus RTU protocol.

Power supply
The VSEO003 module requires no additional power supply, it receives its power from
the LOCAL port via D9 connector.
For RTD modules, and other Modbus I/0O modules, please see the device manual.

Configuration of the modules

1. Configure the external Modbus 1/0 modules according to their own manuals.

2. Make the necessary connections according to the figure 2.
Remember also to connect the relay to PC with VX003 cable (from relay front panel to
a free serial port).

1 Sdéneider ANRTD255.ENO0L

Electric



VAMP RELAY
I_ REMOTE

EXTERNAL EXTERNAL EXTERNAL 7
MODBUS IO MODBUS 10 MODBUS 10
MODULE MODULE MODULE VSE003

" w0 w _ LOCAL

@ «© Y =4

S 3 3 %8

1] \\ o 4] S8

-+2 -+3 -2 o |

i i i b

[\ RIS IS Rease

S

Figure 2. The connection.
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The modules must be enabled from VAMPSET (downloadable at www.vamp.fi)

3. The following describe the installation processes:
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Figure 3. Loading the device settings.

a. Select Communications/Connect device (or press F5)

b. The program will start loading data from the relay.

c. Answer yes to all queries and select access level to “CONFIGURATOR” (default
password “2”) when prompted.
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Figure 4. Selecting the correct data transmission settings.

d. When VAMPSET has finished loading the data, select PROTOCOL menu
e. Set up the correct protocol for EXTENSION PORT (ExternallO).
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Figure 5. Setting up the correct speed and parity.

f. Select EXTERNAL I/O CONFIGURATION menu and set up the correct
communication parameters (speed and parity)
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Figure 6. Setting the RTD address to the polling list.

g. Select the desired EXTERNAL... menu and set the correct module address to the
“Slave Address” column and the register address to “Modbus Address” column.
h. Select also the correct register type.

Once done, the relay should start receiving data from the RTD module (error- and
timeout counter should be constant in both External... and PROTOCOL menus).

Usage of modules
An event, which can be read via Spabus or Modbus, is generated every time when

external DI or external analog input alarm is activated.

The following figure shows external DOs can be used from “EXTERNAL DO MATRIX”
menu.




Figure 7. Using external DOs.
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